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ABSTRACT 
 
 
 
 
For some decades, power quality did not cause any problem, because it had 
no  effect on most of the loads connected to the electric distribution system. When an 
induction motor is subjected to voltage sag, the motor still operates but with a lower 
output until the sag ends. With the increased use of sophisticated electronics, high 
efficiency variable speed drive, and power electronic controller, power quality has 
become an increasing concern to utilities and customers. Voltage sags is the most 
common type of power quality disturbance in the distribution system. It can be 
caused by fault in the electrical network or by the starting of a large induction motor. 
Although the electric utilities have made a substantial amount of investment to 
improve the reliability of the network, they cannot control the external factor that 
causes the fault, such as lightning or accumulation of salt at a transmission tower 
located near to sea. Custom power device like Dynamic voltage restorer and 
STATCOM are normally employed as a solution for mitigation of voltage sag. This 
project presents modelling and analysis of PWM switched autotransformer as a 
mitigating device for voltage sag disturbances. The proposed  system has less 
number of switching devices and has good compensating capability in comparison to 
commonly used compensators. Simulation analysis of three-phase compensator is 
perfomed in MATLAB/SIMULINK software. Simulation results are presented for 
various conditions of faults and also the comparison result with and without of the 
PWM switched autotransformer. 
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ABSTRAK 
 
 
 
 
Untuk beberapa dekad, kualiti kuasa tidak menyebabkan apa-apa masalah, 
kerana ia tidak mempunyai kesan ke atas sebahagian besar beban disambungkan ke 
sistem pengagihan elektrik. Apabila motor induksi adalah tertakluk kepada voltan 
lendur, motor masih beroperasi tetapi dengan keluaran yang lebih rendah sehingga 
lendur berakhir. Dengan peningkatan penggunaan peralatan  elektronik canggih, 
kecekapan tinggi pemacu kelajuan boleh ubah, dan kuasa pengawal elektronik, 
kualiti kuasa telah menjadi kebimbangan yang semakin meningkat untuk utiliti dan 
pelanggan. Voltan lendur adalah jenis gangguan kualiti kuasa yang berlaku dalam 
sistem pengagihan. Ia boleh disebabkan oleh kerosakan dalam rangkaian elektrik 
atau permulaan motor induksi yang besar. Walaupun utiliti elektrik telah membuat 
sejumlah besar pelaburan untuk meningkatkan kebolehpercayaan rangkaian, mereka 
tidak dapat mengawal faktor luaran yang menyebabkan kerosakan, seperti kilat atau 
pengumpulan garam di menara pemancar yang terletak berhampiran laut. Peranti 
kuasa adat seperti pemulih voltan dinamik dan “ Static Synchronous Compensator “ 
(STATCOM) biasanya bekerja sebagai penyelesaian bagi mengurangkan voltan 
lendur. Projek ini membentangkan pemodelan dan analisis dihidupkan alat ubah auto 
“Pulse Width Modulation “(PWM) sebagai peranti kawalan yang sempurna untuk 
gangguan voltan lendur. Sistem yang dicadangkan mempunyai jumlah peranti 
pensuisan yang rendah dan mempunyai keupayaan pampasan yang baik berbanding 
dengan pemampas yang biasa digunakan. Analisis simulasi pemampas tiga fasa di 
laksanakan dalam perisian MATLAB / SIMULINK. Keputusan simulasi 
memaparkan pelbagai keadaan kerosakan dan juga perbandingan keputusan di antara 
penggunaan tanpa dihidupkan alat ubah auto PWM dan dihidupkan alat ubah auto 
PWM.   
